Strojirensky zkudebni ustav, s.p., Brno, Ceské republika
Engineering Test Institute, Public Enterprise, Czech Republic

OSVEDCENiIi O ZKOUSCE :
CERTIFICATE OF TEST

Gso  0-39-01306-18

Vyrobee - Manufacturer

Vyrobek - Product

Typové oznadenl -Type designation

PoZadavky na ekodesign - Ecodesign
requirements

Metoda zkousek - Test method

Zplsob topeni - Heating method

Preferované palivo - Preferred fuel

Jaroslav Cankaf a syn ATMOS
Velenského 487, 294 21 Béla pod Bezdézem
Ceska republika - Czech Republic

Kotel teplovodni - Hot-water boiler

DC18s

Nafizeni Kornise (EU) €. 2015/1188, pfiloha ll, &. 1 -
Commission Regulation (EU) No. 2015/1189, Annex i, Art.1

Nafizeni Komise (EU) €. 2015/1187, pfilcha Il —
Commission Regulation (EU) No. 2015/1187, Annex Il

CSN EN 303-5:2013

ruéni - manually

dfevo A - wood A

Vysledky - Resuits

Typ - Tvpe DC18S
Jmenovity vykon - Nominal output

CO (10% O3) mg/mn’ 163

OGC (10% 02) mg/ma’ 6

Prach - Dust{(10% 02)  mg/ms’ 16

NOx (10% 02) mg/m,’ 192

Uziteéna acinnost -

Useful efficiency % 82,9

Sezonni emise - Seasonal emissions

CO (10% O2) mg/mp,° 183

OGC (10% O3) mg/m,’ 6

Prach - Dust (10% Oz) mg/m," 16

NOXx (10% 02) mgim,’ 192
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Typ - Type PG 183

nson % 828
F1 % 3
F2 % 05

Sezonni energetické Udinnost - Seasonal space heating energy efficiency

ns % 79

Index anergetické Utinnost - Energy Efficiency Index
EEl % 117
Tfida energetické Uginnosti - Energy Efficiency Class

- A*

Protokol €. - Report No.

39-11670 a protokoly navazujici - and follow-up reports,
Podklad pro vydani osvédteni vydané Zkusebni laboratofi &. 1045.1, akreditovanou CIA 0.p.s.,
- Basis for Certificate issue &islo osvédEeni o akraditaci 491/2018

issued by Testing Laboratory No. 1045.1, accredited by CAl,

Accreditation Certificate No. 491/2018

Strojirensky zkuSebnl Gstav, s.p. timto osvédZeni o zkoudce potvrzuje, Ze u pfedmétného vyrobku proved
zkouiky a vypolty s vyde uvedenymi vysledky.

The Engineering Test Institute certifies by this Certificate of Test to have conducted for the given product the test
and calculation with above stated resulfs.

7
Bmo, 2018-12-05
Milan lomek ,

vedouci zkudebny tepelnych a ekologickych zaifzeni
Head of Heat and Ecologicai Equipment Test Station
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